Model (Trane Phy Location of _
. Serial # Tag # Unit (Roof, Area Served Filter Qty Filter Size
Manufacturer) | _

_ Basement, etc) | S _
LPCAD06D4**H5A000000! - _
01CAD0000 T08J19332 EBU-3A-LNW  1st Floor Mech Rm 771 North 2 | 20x25x2
LPCAF06D4**H5A000000 m _
01CAC0000 ﬂ._.oo,:mmmn IEBU-4A-LNW |1st Floor Mech Rm 771 North 2 20x25x2
LPCAF03D4**H5B000000 | _ T
01CALO0000 'T09J19325 EBU-6-L ‘Bsmt. Mech Rm 777 Basement 1 _ 20x25x2
LPCAF10D4**H5C000000 |
02EAC0000 ~T09J19326 |AHU-3-MCD 2nd Floor Mech Rm 770, 2nd Floor West 2 20x25x2

m ; 1 16x25x2
LPCAD0O6D4**H5C000000 _
01DAK0000 iT09J19327 | AHU-2-LNW  1st Floor Mech Rm 771 West, 2nd Floor | 2 20x25x2
LPCAD08D4**H5D000000 _ _
01EANO000O T09J19328 |AHU-8-L Penthouse Mech Rm 777, 2nd Floor Southeast 1 | 20x25x22
" | | 1 _ 25x25x2
LPCAD08D4**H5D000000 _ _ M
01DAH0000 T09J19329 EBU-1-L _Bsmt.MechRm 777, 1stFloor North, Underwritng 3  16x26x2
LPCADO3A4**H5B000000
01CAMO0000 : T09J19330 EBU-2-L Bsmt. Mech Rm 777, Basement, Consumer Credit =~ 1 20x25x2
LPCADO6A4**H5A000000
01CADO000  |T09J19331 EBU-3L Bsmt Mech Rm 777, Basement, Consumer Credit | 2 20x25x2
LPCAD08D4**H5D000000 _ _
01EAP0000 T09J19333 |AHU-9-L Penthouse Mech Rm 777, 2nd Floor, Southwest m 1 20x25x2
" 1 | 25x25x2
LPCADO08D4**H5B000000
01DAHO0000 T09J19334 AHU-4-L Basement Mech Rm 777, 1st Floor Southeast 3 . 16x25x2
LPCADO08D4**H5B000000
01DAHO0000 T09J19335 |AHU-5-L Basement Mech Rm 777, 1st Floor Southwest 3 | 16x25x2
LPCAD10D4**H5B000000 | ! _ "
[02FAKO0000 T09J19336 AHU-1-LNW  1st Floor Mech Rm 771, 2nd Floor, North, Lg Conf Rm 1 24 x24x2

“ “ " _ 2 16x24x2
LPCAF12D4**H5A000000 _
02FACAO000 'T09J19320 |AHU-2-MCD 1st Floor Mech Rm 770, 1st Floor East 2 20x25x2

4 | 1 16x25x%2




Phy Location of

Model (Trans | Serial # | Tag# | Unit (Roof, _ Area Served | Filter Qty | Filter Size
Manufacturer) . ! ! _
Basement, etc) -
LPCADO06D4**H5A000000
01CAD0000 ~ |T09J19332 EBU-3A-LNW  1st Floor Mech Rm 771 North e 2 20x25x2
Phy Location of _
Model. (Trane Serial # |  Tag # Unit (Roof, Area Served | Filter Qty Filter Size
Manufacturer) _ |
e Basement, etc) . e
LPCAF12D4**H5A000000 | _
02FACA000 ._._.oor_k_wwm._ AHU-4-MCD  |2nd Floor Mech Rm 1770, 2nd Floor East - 2 16x20x2
1 : 1 16x25x2
. ' 2 20x20x2
T Z 1 20x25x2
LPCAF10D4**H5A000000 o _
02EAC0000 T09J19322 |AHU-1-MCD '1st Floor Mech Rm |770, 1st Floor West | 2 16x20x2
Y __ T R 16x25x2
| " . _ 2 20x20x2
_. ' _ 1 20x25x2
LPCAF08D4*H5E0000000, R - -
1EAL0000 |T09J19323 AHU-7-L  'Penthouse Mech Rm 777, 2nd Floor, Legal, Risk Mgr 1 | 20x25x2 |
_ . 1 . 25x25x2
YHCO043A3RMA**BOC000 _ . _
ooBooO™ | 'RTU-L1 |Roof 777, 2nd Floor, Center Reception Ar 2 | 20x25x2 |
TTA180C300G:15 Ton | ._ m
Unitary I /ACCU-4-MCD _ Roof AHU-4-MCD _
2TTA3036A3000A:3 Ton m m _ |
Unitary 1 ACCU-2-L Roof EBU-2-L
2TTA3036A3000A:3 Ton | | | _
Unitary | ACCU-6-L  Roof B |EBU-6-L | |
2TTA3060A3000A:5 Ton | |
Unitary ACCU-2-LNW | Roof AHU-2-LNW B B
2TTA3060A3000A:5 Ton _
Unitary _ i ACCU-3-L _Roof EBU-3-L
2TTA3060A3000A:5 Ton | !
Unitary m |ACCU-3A-LNW | Roof EBU-3A-LNW




Model (Trane

" Phy Location of |

Manufacturer) Serial# ,  Tag# | Unit (Roof, _ Area Served | Filter Qty Filter Size
ik | | | Basement, etc) | | |
LPCAD06D4**H5A000000 _ _ _ i 1
01CADO000 T09J19332 EBU-3A-LNW _ 1stFloorMechRm  771Nortth =2 = 20x25x2

Phy Location of
Moslel (Trane | ol | Tag# Unit (Roof, Area Served Filter Qty Filter Size
Manufacturer)
] ~ Basement, efc)
2TTA3060A3000A:5 Ton
Unitary ACCU-4A-LNW |Roof ___|EBU-4A-LNW |
TTA120B300:10 Ton u _
Unitary ) {ACCU-1-MCD Roof /AHU-1-MCD |
TTA180B300:15 Ton . ”
Unitary ACCU-2-MCD |Roof AHU-2-MCD ) _
TTA120B300:10 Ton o 7|
Unitary ACCU-3-MCD _ Roof 'AHU-3-MCD _
TTA120B300:10 Ton m N
Unitary ACCU-1-LNW  |Roof AHU-1-LNW , “
TTA090A300:7.5 Ton - _ _
Unitary .. ACCU-1-L Roof ‘EBU-1-L | -
TTAO90A300:7.5 Ton _ |
Unitary o _..__l.-FPoc-n-_. ‘Roof AHU-4-L |
TTA090A300:7.5 Ton | ! _ | !
Unitary - _ ACCU-5-L 'Roof AHU-5-L
TTAO090A300:7.5 Ton . “ m W _m
Unitary . |ACCU7L  |Roof  AHUTL |
TTAO090A300:7.5 Ton ! | !
Unitary /ACCU-8-L 'Roof AHU-8-L )
TTA090A300:7.5 Ton
Unitary ACCU-9-L Roof AHU-99-L




Model (Trane | |

Phy Location of

' Serial # _ Tag # Unit (Roof, _ Area Served _ Filter DJL Filter Size
Manufacturer) ‘
- __ Basement, etc) ) )
LPCADO06D4**H5A000000 _
01CADO0000 T09J19332 EBU-3A-LNW  1st Floor MechRm 771 North R 2 | 20x25x2 |
: —— Phy Location of
Model (Mitsubishi . ) . . .
( . Serial # Tag # Unit (Roof, Area Served Filter Qty Filter Size
Manufacturer) _
- | ~_ Basementetc)
PUZ-A18NHA2 18ZU01168A _ Roof (777, Computer Room, 2nd Floor | 77 27
HP-4 770 Bldg, Second Floor Workroom |
HP-1 ~|770, 1st Floor, North Workroom |
HP2 o _Nﬂo_ Conference Rm 1st Floor
R Pz 770, Room 113, 1st Floor
| Phy Location of
M L . . - : . -
6dal (LAARS | Serial # Tag # Unit (Roof, Area Served Filter Qty ' Filter Size
Manufacturer) |
. Basement, etc)
PNCH1000 Boiler C09215220 2nd Floor Mech Bm 770, 2nd Floor East
PNCH1000 Boiler ' C09215221 | ‘Basement Mech Rm 777, 1st Floor Southeast
PNCHO0500 Boiler C09214995 | 1st Floor Mech Rm 771 North |




